NOTES AND SPECIFICATIONS

GENERAL
1. All fabricated pipe specials to be fabricated from S355JR steel.
2. All dimensions are flanged face to flange face, flange face to centre line or centre line to centre line.
3. Flanges to be in accordance with Rand Water DWG A11791.
4. All field joints to be made in accordance with DWG RA23557.
5. Services interruption protocol to be followed for all isolation/tie ins.
6. Services to be made up to 3 square inches minimum to prevent loss of water.
7. All isolation valves to be supplied by contractor unless otherwise noted.
8. Configuration of chamber position and pipe lengths to be confirmed before construction.
9. All tees and compensation plates to be designed as per BS EN13445-3 (latest version).